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Aeron® Window Control System - Synchronised Actuator Wiring Detail

Synchronised Actuator 

- Master

Wall s
witch 

wiring, if 
used

Actuator Power = 24V DC
Polarity is Reversible

Note: Master and slave units 
must be powered from the 
same power supply.

Note: Slide switch position on both master 
and slave units need to be at the same 
position. Wireless module must be 
removed from slave unit.

Synchronised Actuator 

- Slave

Synchronisation Cable

Power and sync cable 

only for the actuator

*Module
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